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GENERAL NOTES: ,

) DIMENSIONS AND SYMBOLOGY ARE AMERICAN NATIONAL
STANDARD UNLESS OTHERWISE SPECIFIED.

2) ROUGHNESS AVERAGE EQUALS 125 MICROINCHES

UNLESS OTHERWISE SPECIFIED.

3) DIMENSIONS AND TOLERANCES ARE IN INCHES.

4) BREAK ALL SHARP EDGES.

5) TOLERANCES: 50
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(14-3/8) ? \ / |6 ' NOTES:
- = |>THE STINGERS NOTED SHALL BE REMOVABLE. INTERMEDIATE RING

Co[J3-63-31

| | | | o - P , 5 | SUPPORTS SHALL BE FURNISHED BY THE VESSEL FABRICATOR.
! l [>DRILL (8) COLUMNS OF (3) /4 INCH DIAMETER HOLES AT 45
i = A DEGREE INTERVALS AS SHOWN.
WEEP HOLE 3. é%léEh[lATERIALS OF CONSTRUCTION SHALL BE 304L STAINLESS
SECTION _A-A 4. THIS VESSEL IS SUBJECT TO THE REQUIREMENTS SET FORTH IN
‘ SECTION 15420.
5. ALL FLANGES SHALL BE ASME CLASS 150 RAISED FACE.
[}TANK SHALL HAVE A CAPACITY OF 1,000 GALLONS UP TO 4"
OVERFLOW NOZZLES.
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